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Required Installation Information:
Room Dimensions and Clearances

Failure to follow installation 
instructions will void the 
factory warranty.

› Do not install in a room with less 
than 800 cubic feet of total volume 
(for example: 10 ft. x 10 ft. x 8 ft.).

› Do not install with the air exhaust 
pointing at a wall or any surface 
closer than 6 feet away.

› Do not install with the air intake 
pointing to a wall or any surface 
closer than 2 feet away.

See installation manual for  
complete details.
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https://www.stiebel-eltron-usa.com/sites 
/default/files/pdf/install-accelera-e.pdf
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Minimum room volume: 
800 ft3, 10´ x 10´ x 8´
(22.7 m3, 3 m x 3 m x 2.4 m) 

Acceptable positioning, vent parallel to a wall:

Acceptable positioning, vent parallel to a wall in a corner:
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